
RCLLC 0003147

H·K Building#: 01 
Project NU1Der: 0980193E 

Project: G. HEILEMAN BREIIERY "E" 
Date Inspected: 03/23/89 

Inspector: CURT BAXTER 

*********** AREA NUMBER: 01 

LOCATION OF THE MATERIAL 

bran menager•s office-southwest closet 
men's· restroom-west well ·at floor 
women's restroom-south wall·et floor 
storage room-above safe 
men•s restroom-west wall-at floor 
utility closet-southwest corner of roan 

: 

storage room-above saf~ 

AREA C04MENTS 

i 
. ASBESTOS ASSES:n....:.:.I SURVEY 

AR~A OESCRIPTION: 1st Floor 

· SAMPLE O&H 
NUMBER ASB MATERIAL DESCRIPTION CODE 

00•356110 55% pipe covering OMA 
00·356110 55% pipe covering OMA 
00•356110 55% pipe covering ONA 
00-356114 40X corrugated pipe covering ONA 
01-356111 SOX mjp on pipe coverl1111 OMA 
01•356111 SOX mJp on pfpe covering OMA 
01·356112 60% 
01·356113 SOX 
02-356115 30X mJp on corrugated pipe cover OMA 
02·356116 30% 
02·356117 25% 

Bui ldf.r19 ll1.11mer: 01 
Building Name: CORPORATE OFFICES 

SEATTLE, VASHINGTON 
Bu( ldlng TYl)e: OFFICES 

Year Constructed: 1935 

AREA AVERAGE X ASBESTOS: 48X ---· 
UNITS OF PIPE EXP IIEMO'IAL REPLACEIIEIIT TOTAL 

QUANTITY MEASURE ID POY Pl COSTS COSTS msrs· . 
10 ft. 4 in. O.D. LPS/R 23 111 S89 156 1145 
12 ft. 4 In. O.D. LPS/R 23 111 1107 167 1174 
4 ft, 4 In. 0.0. LPS/R 23 Ill $36. $22 $58 

22 ft. 4 In. O.D. DW 23 Ill 1196 1123 1319 
6 4 in. o.D. LPS/R 23 Ill 1169 194 1263 
4 4 In. O.D. lPS/R 23 Ill 1112 S62 1174. 

23 Ill 
23111 

5 4 In. o.o. DW 23 in S140 S78 1218, 
23 Ill 
23 Ill 

I AREA I 01 TOTAL $849 1502 11,3511 

The meterials ere in good condftf·on with minor contact and water d111111ge. The 111terlals are approxl1111tely 
10° from the floor. At • minhun, It is reccamended that the materials be 11111fntalned and monftored. If 
removal Is plemed, glove beg removal procedures ere recoamanded. This &f)pellrS to be a high traffic area. 

••••••••••• AREA NUMBER: 02 AREA DESCRIPTION: · 1st Floor•Cefl Ing AREA AVERAGE X ASBESTOS: OX • •••••••••••• 

SAHPLE o&H UNITS Of PIPE EXP REIIDVAL REPLACEHEIIT TOTAL 
LOCATION Of THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QIJAIITITY MEASURE ID POT Pl COSTS COSTS COSTS 

throughout-marketing office 03·356118 ox acoustical tile OMG 224 sq.ft; 
03·356119 ox 
03·356120 ox 

throughout-marketing office 04·356121 ox acoustical tile OHG 168 sq.ft •. 
04·356122 0% 
04•356123 ox 

AREA COMMENTS I AREA " oz TOTAL so so 
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RCLLC 0003148

H·k: Building 11::"111 
Project Nuiber:'0980193E 

ASBES'ros ASSE, \uRVEY 
.-:;_,,· Building limber: 111 ~ 

Building u-: CORPORATE OFFICES 
Project: G. HEILEMAN BREIIERY 11E11 

Date Inspected: 03/ZJ/89. 
. SEATTLE. IIASNINGTOII 

Building Type: OFFICES 
Inspector: CURT BAXTER Vear C-tructech 1935 

............ AREA NUMBER: 03 AREA DESCRIPTION: 2nd Floor AUA AVERAGE X ASBESTOS: 56X 

SAMPLE 0&H IJIIITS OF PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ASB HATER0IAL DESCRIPTION Ca>E QUAIITITY MEASURE ID POT PL 

ladies• roam-southeast corner 00-356125 55,C pipe covering QIA . 8 ft. 4 In. O.D. LPS/R 37 Ill 
·mall room-northwest corner 00-356125 .55X pipe covering QIA 8 ft. 4 In. o.o. LPS/R 37 Ill 
secretaries• office•northeest corner 00•356125 55,C pipe covering QIA 8 ft. 4 In. O.D. LPS/R 37111 
mail room•northwest corner 05•356126 60X mjp on pipe covering 00 1 4 In. O.D. LPS/R 37 Ill 
secretaries• office-northeast corner 05•356126 60X mJp on pipe covering <»IA 1 4 In. O.D. LPS/R 37 Ill 

05-356127 60,C 37 Ill 
05·356128 50,C 37 Ill 

AREA COMHENTS I AREA ti 03 TOTAL 

The materials are in good condition with minor contact and water damage. The materiel• are approxl11111tely 11 

to 8 1 from the floor. At a minlaun, ft Is recamiended that the 11111terlal1 be maintained and monitored. If 
removal Is plaMed,_gross removal procedures are rec-,,ded. This appear• to be a high traffic area. 

........•.. AREA NUMBER: 04 AREA DESCRIPTION: 2nd Floor-Above Celling AREA AVERAGE X ASBESTOS: 56X 

SAMPLE 0&H UNITS OF PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE QUANTITY MEASURE ID POT PL 

north wall•at rafters 00-356125 55X pipe covering QIA 25 ft. 4 In. O.D. LPS/R 23 Ill 
south wall·at rafters 00·356125 55,C pipe covering 00 66 ft. 4 In. O.D. LPS/R 23 Ill 
west wall-at rafters 00·356125 55X pipe covering 00 88 ft, 4 In, O.D. LPS/R -23 Ill 
north wall-at rafters 05-356126 60,C 11Jp -on pipe covering 00 2 4 In. O.D •. LPS/R 23 Ill 
south wall-at rafters 05•356126 60,C 11Jp on pipe coverlna 00 8 4 In. O.D. LPS/R 23 Ill 
west wall-at rafters 05•356126 60X mJp on pipe coverlns OKA 4 4 in. O.D. LPS/R 23 Ill 

05·356127 60X 23 Ill 
05-356128 SOX 23 Ill 

AREA COMMENTS AREA ti D4 TOTAL 

The materials are in good condition with minor contact end water damage. The materials are from celling 
level to 2•· above the plaster ceiling, At a mlnlllUII, It is recaamended that the.materials be repaired end 
monit1;1red. If removal is planned, glove bag removal.procedures are recmmiended, Thia aflPllara to be a low 
traffic area, 
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REMOVAL 
CDSfS 

S71 
S71 
S71 
S28 
S28 

' 

1269 

REMOVAL 
COSTS 

sm 
S589 1: 
S225 
S112 

S1,990 

••••••••••••• 

REPLACENEIIT TOTAL 
COSTS .costS 

S45 1116 
S45 Sl16 
S45 1116 
$16 S44 
$16 S44 

$167 

• •••••••••••• 

REPLACENENT TOTAL 
COSTS COSTS 

$1]9 S362 
S368 1957 
1491 S1,276 
$31 S87 

$125 S350 
162 $174 

11,216 

06/09/89· 



RCLLC 0003149

H·IC Bui I ding ,,-,-111 
Project Nunber: 0980193E 

Pr'oject: G. HEILEHAN BREWERY 11E11 

Oate rnspected: 03/23/89 
Inspector: CURT BAXTER 

..•..•••..• AREA NUHBER: 05 

LOCATION OF THE MATERIAL 

ASBESTOS ASSE~ , fot)RVeY. ..__., 

AREA DESCRIPTION: 2nd Floor•Above Ceflfng 

SAMPLE o&H 
NUMBER ASB MATERIAL DESCIUPflON COOE QUANTITY . 

\ 

Building Nuiber: in ~ 
Building lluie: CORPORATE OFFICES 

SEATTLE, IIASIUIIGTON 
Bui ldina Type: OFFICES 

Year constructed: 1935 

AREA ~VERA.GE X ASBESTOS: 55X ••••••••••••• 

UIIITS Of PIPE EICP REICOlfAL REPLACEIIEIIT TOTAL 
MEASURE· ID POT Pl COSTS COSTS COSTS 

northwest corner of building 06·356129 SOX debris OHF '·15 sq. ft. 88 I S100 so $100 
06·356130 60X 
06·356131 55X 

AREA COMMENTS 

The debris Is approximately 81 from· the floor. At a mtnfnun, It is recORlllended that the debris be removed 
and tlie·area cleaned property. Gross removal ~rocedures are recomended. ·This appears to be a ialnlnun 
traffic area. 

*********** AREA NUMBER: 06 AREA DESCRIPTION: 2nd Floor-cal lfng 

SAMPLE o&H 
LOCATION OF THE HATERIAL NUMBER ASB MATERIAL DESCRIPTION CCDE QUANTITY 

88 I 
88 I 

I AREA# 05 TOTAL 

AREA AVERAGE X ASBESTOS: OX 

UNITS OF PIPE EXP 
MEASURE ID POT PL 

throughout 07•356132 ox acoustical tile OMG 1000 sq.ft. 
07·356133 ox 
07-356134 ox 

AREA COMHENTS I AREA I 06 TOTAL 

BUILDING I 01 TOTAL 
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S100 so 

••••••••••••• 

REMOVAL REPLACEMENT TOTAL 
COSTS COSTS COSTS 

so so sof 

S3,208 S1,885 

06/09/89 



RCLLC 0003152

H-IC Building··,;,;· OZ 
Project NU!ber: 0980193E 

Project: G. HEILEMAN BREWERY "E" 
Date Inspected: 03/29/89 

Inspector: CURT BAXTER 

\ 
ASBESTOS ASS~ , ;SURVEY .,_,• 

·lb LIi, ._~- ~ rn (!.£.s 

Bui ldlng Numer: 02 ~ 
Bulldtns N-: CXIRPCIIATE OFFICES 

SEAffLE. VASIIIIIGTOII 
Building T.ype: OFFICES 

Year Constructed: 1935 

••.•········ AREA NUMBER: 01 AREA DESCRIPTION: Subbasement AREA AVERAGE X ASBESTOS: 32X ••••••••••••• 

SAMPLE o&H UNITS OF PIPE EXP 
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE CIUAIITITY MEASURE ID POT PL 

E wall-sE· ofc-adjacent to personnel ·rec D0-356138 4DX pipe covering CHA . 22 ft. 4 In. O.D. LPS/R 22 Ill 
E wall-thru center·to air handling LD'l!t 00·356138 4DX pipe coverlns CHA 18 ft. 4 in. O.D. LPS/R 22 Ill 
at north & south walls 01·356135 35X mJp on non-suspect pipe, cover 0HA 24 2 In. O.D. ow 22 Ill 

01·356136 3DX 22 Ill 
01·356137 35X 22 Ill 

E wall·SE ofc-adjacent to personnel rec 02•356139 25X mJp on pipe covering 0HA 5 4 In. O.D. LPS/R 22 111 
E wall·thru center-to air handling unit 02•356139 Z5X mJp on pipe covering CHA 8 4 fn. o.D. LPS/R 22 Ill 

02-356140 Z5X 22 Ill 
02·356141 3DX 22 Ill 

above air handling unit 03·356142 30X mJp on non-suspect pipe cover 0HA 2 a In. o.D. DR 22 Ill 
03·356143 35X 22 Ill 
03-356144 30X 22 111 

AREA COHKENTS AREA# 01 TOTAL 

The materials are In good condition with minor contact and water damage. The materials are approximately 21 

to 6 1 from the floor. At a minlnua. It Is rec-nded that the materials be maintained and monitored after 
necessary repairs have been made. If removal fs plamed, gross removal procedures. are rec0111Dended. This 
appears to be a low traffic area • 

••••••••••• AREA NUMBER: 02 AREA DESCRIPTION: 1st Floor AREA AVERAGE X ASBESTOS: 31X 

SAMPLE o&H UNITS OF PIPE EXP 
LOCATION OF THE MATERIAL NUHBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE . ID POT Pl 

conference room landing-east wall 00·356145 35X pipe covering 011A 10 ft. 4 In. 0.0. LPS/R 25 Ill 
J)Ublic relations landing-secretary•_s ofc 00-356145 . 35X pipe covering OMA 10 ft. 6 In. O.O. LPS/R 25 Ill 
first aid room·east wall·center of wall 00·356145 35X pipe covering OMA 8 ft. 4 in. 0.0. LPS/R 25 Ill 
safety offlce•persom~l•east wall 00•356145 35,C pipe covering CHA 18 ft. 4 in. 0.0. LPS/R 25 Iii 
public relations landing·secretary•s ofc. 00·356145 35X pipe covering CHA 10 ft~ 4 In. O.D. LPS/R 25 Ill 
first aid room·east wall·center of wall 04•356330 20X mJp on pipe covering OMA 3 4 In. O.D. LPS/R 25 Ill 
safety 0 office·pers0Mel-east wall 04-356330 20X mJp on pipe covering OMA 1 4 In. O.D. LPS/R 25 Ill 
conference room landlng•east wall 04·356330 20X mJp on pipe covering OMA 2 4 In. O.D, LPS/R 25 Ill 

04·356331 30X 25 Ill 
04·356332 3DX 25 Ill 
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REMOVAL REPLACENEIIT TOTAL 
COSTS COSTS COSTS 

$196 1123 $31 
S161 1100 126 
S674. S375 .,.Of 

S140 S78 S2' 
~ S125 S3! 

S96 S57 S1! 

st.492 1858 

...... .... _. 
REMOVAL REPLACENEIIT TOTAL 

COSTS COSTS COSTS 

S89 S56 .,. 
1130 S81 S2' 

S71 S45 st· 
1161 s100· S21 

$89 S56 .,. 
S84 S47 S1~ 
S28 116 SI 
S56 S31 SI 

06/09/89 



RCLLC 0003153

.I..,-_ 
H·K ouildlng -..-J2 
Project NUllber: 0980193E 

Project: G. HEILEMAN BREIIERY "E" 
Date Inspected: 03/29/89 · 

Inspector: CURT BAXTER 

AREA COHMENTS 

ASBESTOS ASSE. );uRVEY 
-.....::::.,' 

The materials are in good condition with minor contact and water damage. The materials are approxhnataly 2' 
to 10, from the floor. At a mlnlnun, It Is recomnended that the materials be 11111lntalned and monitored, ·1f 
removal Is planned, gross removal procedures are recaimended. _ This appears to be a high traffic area, 

Building lluaber: .OZ . __ :) 
Building 1111111: CORPORAT£ Off I~ 

S£ATTL£, VASKIIIGTOII 
Building Type: OFFICES 

Year C-tructed: 1935 

I AREA I 02 TOTAL S708 S432 s,. , ... 

••••••••••• AREA NUMBER: 03 AREA DESCRIPTION: 1st Floor-Cell lngs AREA AVERAGE X ASBESTOS: OX .............. 

SAMPLE o&M UNITS OF PIPE EXP REMOVAL REPLACEMENT TOTAL 
LOCATION Of TKE MATERIAL NUHBER ASB MATERIAL DESCRIPTION caoe QUANTITY HEASURE ID POT PL CXISTS COSTS COSTS 

test.Ing room 05-356146 ox acoustical tile atG 90 sq.ft. r 

adnlnlstrative assistant's office 05·356146 ox acoustical tile 011G 100 sq.ft. 
personnel manager's office 05·356146 ox acoustical tile 0KG 160 ,ci.ft. 

.conference landing 05-356146 ox acoustical tile OMG . 80 sq.ft. 
fist aid room 05·356146 ox ICOUSt feel tfle atG 120 sq.ft, 
personnel office 05-356146 ox acoustical tile OHG 160 sq.ft. 
bran marketing manager's offlc• 05·356146 ox acoustical tile OMG 168 sq.ft. 
public relatlom; landlng·secretary•s ofc 05-356146 ox acoust I cal tile ONG 360 sq.ft, 
safety office 05·356146 ox acoustical tile 011G 160 sq.ft. 

05-356147 ox 
05•356148 ox 

conferenc:e room 06•3s6n1 o:c drop or lay·ln panel 011G 240 sq.ft. 
06·35672Z 0% 
06-356723 o:c 

1 · .AREA COMMENTS I AReA # 03 TOTAL so so 

BUILDING# 02 TOTAL sz.200 11,290 S3,49 
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